LEGEND

F.O.C. = FRONT OF CURB
B.O.C. = BACK OF CURB

STREETLIGHT CORRIDOR
— GAS — NATURAL GAS LINE
— E — E — ELECTRIC LINE

W — W — WATER LINE
SS — SANITARY SEWER LINE
FM — FORCE MAIN
C — COMMUNICATION LINE
(ATT, CATV, ETC.)

FIRE HYDRANT

NOTES:
1. MINIMUM DESIRABLE DIMENSION TO WATER, SANITARY SEWER OR OTHER UTILITY NEAREST CURB.
2. UTILITY PLACEMENT AT NON-RESIDENTIAL SITES SHALL BE BASED ON INDIVIDUAL SITE PARAMETERS.
3. MAXIMUM DIMENSION FROM FRONT OF CURB
4. WHEN REQUIRED CLEARANCES TO ADJACENT UTILITIES CANNOT BE MET, THE DEVELOPER SHALL CONTACT THE CITY OF OAK RIDGE ELECTRIC DEPARTMENT.
5. BASED ON SCRD 3.20 R1

RELATIVE UTILITY PLACEMENT—RESIDENTIAL STREETS—ELECTRICAL DETAILS

<table>
<thead>
<tr>
<th>REV</th>
<th>DATE</th>
<th>DRWN</th>
<th>APPD</th>
<th>DESCRIPTION</th>
<th>SUPERSEDES</th>
<th>SCALE</th>
<th>DRWN: MESA</th>
<th>APPD: MEB</th>
<th>DATE: 3-1-07</th>
<th>CORED</th>
<th>STANDARD NUMBER</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1-1-10</td>
<td>PWS</td>
<td>MEB</td>
<td>HANDBOOK UPDATE.</td>
<td>SCR3.20.S01</td>
<td>NTS</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>332 R 1</td>
</tr>
</tbody>
</table>